
Generating Availablity Data, Annual by Month    12008  2/23/09
GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #1

Nameplate (MW)  1137

Date
201/

Page

Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,196:     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196

Net     1,144:     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144
Dependable Capacity (MW) Gross     1,174:     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174

Net     1,122:     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122
Actual Generation (MW) Gross   874,048:   828,832   885,992   859,237   832,915   856,792   882,558   882,224   851,338   859,745   851,432   878,810  10343923

Net   834,828:   791,887   846,529   821,028   794,846   819,292   843,869   843,531   813,904   820,926   813,716   839,889  9884,245
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0
Service Hours    744.00:    696.00    743.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    721.00    744.00  8,784.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    696.00    743.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    721.00    744.00  8,784.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL PERIOD HOURS    744.00:    696.00    743.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    721.00    744.00  8,784.00
Scheduled derated Hours      0.00:      0.00      0.00      0.00     89.85      0.00      0.00      0.00      0.00      0.00      0.00      0.00     89.85
      Number of Occurrences         0:         0         0         0         1         0         0         0         0         0         0         0         1
Forced Derated Hours     14.18:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     30.65      0.00      0.00     44.83
      Number of Occurrences         2:         0         0         0         0         0         0         0         0         1         0         0         3
TOTAL UNIT DERATED HOURS     14.18:      0.00      0.00      0.00     89.85      0.00      0.00      0.00      0.00     30.65      0.00      0.00    134.68
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00     43.20      0.00      0.00      0.00      0.00      0.00      0.00      0.00     43.20
*Equivalent Forced Hours      6.57:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     16.08      0.00      0.00     22.65
TOTAL EQUIVALENT HOURS      6.57:      0.00      0.00      0.00     43.20      0.00      0.00      0.00      0.00     16.08      0.00      0.00     65.85
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     98.23:     99.57     99.70     99.78     93.60     99.50     99.18     99.15     98.86     96.62     98.74     98.76     98.46

NCF     98.08:     99.46     99.59     99.68     93.39     99.47     99.15     99.11     98.81     96.45     98.65     98.68     98.36
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00
EAF     97.19:     98.08     98.08     98.08     92.27     98.08     98.08     98.08     98.08     95.92     98.08     98.08     97.33
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.88:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      2.16      0.00      0.00      0.26

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown
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GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #2
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,197:     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197

Net     1,146:     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146
Dependable Capacity (MW) Gross     1,170:     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170

Net     1,118:     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118
Actual Generation (MW) Gross   864,927:    48,602         0   473,314   885,957   854,252   880,977   453,203   673,932   747,477   846,935   876,203  7605,779

Net   827,648:    42,599       -70   444,283   849,409   818,956   844,580   422,404   638,603   711,948   811,840   839,785  7251,985
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 1/  1 0/  0 0/  0 0/  0 0/  0 1/  1 1/  1 0/  0 0/  0 3/  3
Service Hours    744.00:     59.00      0.00    445.00    744.00    720.00    744.00    384.00    595.97    680.53    721.00    744.00  6,581.50
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:     59.00      0.00    445.00    744.00    720.00    744.00    384.00    595.97    680.53    721.00    744.00  6,581.50
Planned Outage Hours      0.00:    637.00    743.00    275.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00  1,655.00
      Number of Occurrences         0:         1         0         0         0         0         0         0         0         0         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00    360.00    124.03     63.47      0.00      0.00    547.50
      Number of Occurrences         0:         0         0         0         0         0         0         1         0         1         0         0         2
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:    637.00    743.00    275.00      0.00      0.00      0.00    360.00    124.03     63.47      0.00      0.00  2,202.50
TOTAL PERIOD HOURS    744.00:    696.00    743.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    721.00    744.00  8,784.00
Scheduled derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Forced Derated Hours    145.93:     31.03      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    176.96
      Number of Occurrences         1:         0         0         0         0         0         0         0         0         0         0         0         1
TOTAL UNIT DERATED HOURS    145.93:     31.03      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    176.96
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
*Equivalent Forced Hours     10.57:      2.25      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     12.82
TOTAL EQUIVALENT HOURS     10.57:      2.25      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     12.82
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     97.12:      5.83      0.00     54.92     99.48     99.12     98.92     50.89     78.20     83.93     98.13     98.39     72.34

NCF     97.07:      5.34     -0.01     53.84     99.62     99.25     99.06     49.54     77.40     83.50     98.25     98.49     72.04
SF    100.00:      8.48      0.00     61.81    100.00    100.00    100.00     51.61     82.77     91.47    100.00    100.00     74.93

SOF      0.00:     91.52    100.00     38.19      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     18.84
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     48.39     17.23      8.53      0.00      0.00      6.23

AF    100.00:      8.48      0.00     61.81    100.00    100.00    100.00     51.61     82.77     91.47    100.00    100.00     74.93
EAF     96.14:      7.95      0.00     60.30     97.56     97.56     97.56     50.35     80.75     89.23     97.56     97.56     72.95
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     48.39     17.23      8.53      0.00      0.00      7.68

EFOR      1.42:      3.81      0.00      0.00      0.00      0.00      0.00     48.39     17.23      8.53      0.00      0.00      7.86

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown


